CONG TY CO PHAN CAP THOAT NUGC LAM BONG \‘\\‘\‘“\_'/’ i .
LAM DONG WATER SUPPLY & SEWERAGE ISC o e
PHONG LAB HOA LY VA SINH HQC - PHONG KY TFEA @
LABORATORY OF PHYSICAL CHEMISTRY & BIOL G \‘5 -
TECHNICAL DEPARTMENT PR VLAT 1.0450
Pia chi: 50 Hung Vuong - Phudng 9 - Pa Lat - Lam Déng LTI ISO/IEC 17025:2017
COPHAN \-o! PHIEU KET QUA THU NGHIEM
CAP THOAT NUOC ANALYSIS REPORT
2 v o/ 6 /No: 22N051
G /) '
1 . h%@/acqgm %ﬁ 4 Nha may nuwée Da Lat
2 1 ss\:"p.\x\ Puéng Ankoret - Huyén Lac Duong
3. Log sample: Nudc an udng 4. S6 miu: 01
5. Tén miu / Sample name: Mau nuée tram Dankia
6. Ngay nhin miu / Sample received date: 15/11/2022
7. Ngay tra két qui / Result issued date: 22/11/2022
8. Luu miu / Storage [0 Co/Yes [XE Khong/No
9. Két qua / Results :
GIOI HAN - :
. ; . KET QUA
STT TEN CHI TIEU DONYL (TOIBCHO Results PHUONG PHAP
TINH PHEP
No Items Unit Maxi Method
el AR Tram Pankia
limit
1 Mau séc / Color (TCU) 15 0 Ref SMEWW 23rd 2120C
2 |Mui vi/ Odor and taste . - Khdng Khong cd mui, vj la Cam quan
3 |Po duc/ Turbidity NTU 2 0.48 HDPP.09
4 pH ® - 6.0-8.5 6.15 HDPP.01
. HDPP.02
. i *)
5 |Pj cing ( tinh theo CaCO;) / Hardness mg/l 300 9.40 Ref SMEWW 23rd 2340C
HDPP.03
6 ) ) mg/Il 250 5.76
Hamliong Clorat (CT5) ¢ Ref. SMEWW 23rd 4500 CI".B
Ham lwgng sét tong sb . HDPP.04
7 (Fe** + Fe’") / Total Iron ™ el b3 <003 Ref. SMEWW 23rd 3500-Fe.B
. HDPP.05
N . - o] -
8  |Ham lugng Nitrat/ ( NO ;" -N) mg/1 2 0.532 Ref. TCVN 6180:1996
5 g T L R | 0.05 KPH HDPP.06
R R I (NG 0 mg/ 0 (LOD=0.001) | RefSMEWW 23rd 4500 NO,"B
10 [Haml IF 6 @ P l 250 7.29 HDPP.07
Hpm lgng SUlRL/(30.. ™) mg/ ' Ref. SMEWW 23rd 4500 SO,E
Chi s6 Pecmanganat / HDPP.08
<
& Pecmanganat mll 2 .12 Ref. TCVN 6186:1996
12 |Clo du/ Residual Clorine mg/l 0.2-1.0 0.56 Hach 8021




CONG TY CO PHAN CAP THOAT NUGC LAM PONG Oy,
LAM DONG WATER SUPPLY & SEWERAGE JSC S \lr

PHONG LAB HOA LY VA SINH HQC - PHONG KV
LABORATORY OF PHYSICAL CHEMISTRY & BIOLE
TECHNICAL DEPARTMENT % /'/:.\'\

')
(B

>?§<<§

4,/

2 VLAT 1.0450

Dia chi: 50 Hung Vuong - Phuomg 9 - Pa Lat - Lam Dong /7,1, ISO/IEC 17025:2017
GIOI HAN KET QUA
- - -~ 'N / 8 -
STT TEN CHi TIEU it I G e Results PHUONG PHAP
TIiNH PHEP
No Items Unit Maximum Method
B Tram Dankia
limit
Coliform téng s6 /
13 " CFU/100ml <3 <] TCVN 6187-1:2019
Total Coliform ™
14 |E.coli ™ CFU/100ml <] <] TCVN 6187-1:2019

Ghi chii: - KPH: Khong phét hién

- Két qua phan tich chi co gia trj tai thoi diém kiém nghi¢m.

- Chét lugng nuéc duge danh gia theo QCVN 01: 2018/BYT - Quy chudn k¥ thuft quéc gia vé chit lugng nudc an udng, theo thong tu s6
41/2018/TT-BYT ngay 14/12/2018 cia Bj truong By Y Té.

- Chi tiéu duoc chimg nhin VLAT

Nhdn xét

- Méu nude ¢6 cdc chi tiéu dat tidu chudn tai thoi diém kiém nghidm.

TRUONG LAB PHONG KY THUA

Ty &W/WM

L& Thi Té Loan Ha Ngoc Qué




CONG TY CO PHAN CAP THOAT NUGC LAM DONG
LAM DONG WATER SUPPLY & SEWERAGE JSC

wn
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PHONG LAB HOA LY VA SINH HQC - PHONG KY =

LABORATORY OF PHYSICAL CHEMISTRY & BIOLC

NN
Dia chi: 50 Hung Vuong - Phudng 9 - Ba Lat - Lam Dong  “%./,,,

TECHNICAL DEPARTMENT

i

N

AT

A VLAT 1.0450

ISO/IEC 17025:2017

PHIEU KET QUA THU NGHIEM

ANALYSIS REPORT
S6 /No: 22N051
L Nha miy nuéce Da Lat
2. DPudng Ankoret - Huyén Lac Duong
3: Nl{o'rc in upng ) 4. S6 miu: 03
5. Tén méu / Sample name: Miu 1: Mau nudge bé Tung Lam
Mau 2: Mau nude gitra tuyen bé Tung Lam
Tén hd: Tiém toc Phuong Mai
Dia chi: 309 Phuéc Thanh - TP Da Lat
Maiu 3: Mau nuéce cudi tuyén bé Tung Lam
Tén h§: Cira hiang Ton thép Minh Chung
Dia chi: 42 LangBian - TT Lac Duong
6. Ngay nhdn miu / Sample received date: 15/11/2022
7. Ngay tra két qua / Result issued date: 22/11/2022
8. Luu miu / Storage 0 C6/ Yes 3 Khong/No
9. Két qui / Results :
GIOT KET QUA
R L. PON VI HANTOI Results ,
STT TEN CHI TIEU TiNH. PA CHO PHUONG PHAP
No Items Unit PHEP Method
s Y Miu 2 Miu 3
limit
1 |Mau sfic/ Color (TCU) 15 0 0 7 Ref.SMEWW 23rd 2120C
2 |Mui vi / Odor and taste ) Khong Khong.co mui, Khong_ cO miui, Khong. c6 mui, Ciim quan
vila vi la vila
3 |Po duc/ Turbidity NTU 2 0.13 0.20 0.82 HDPP.09
4 |pH * - 6.0-8.5 7.13 7.02 6.99 HDPP.01
Dg cimg ( tinh theo CaCO;) / HDPP.02
5 1 300 11.47 11.30 12. 2
Hardness ” ad ? o Ref.SMEWW 23rd 2340C
HDPP.03
6 |Ha y mg/l 250 6.26 5.83 5.97
kb lugg Slemicli Ui 2 = Ref. SMEWW 23rd 4500 CI'.B
Ham lugng st tong s6 ) . HDPP.04
; 1 0.3 <. <0. 24
7 |(Be** + Fe*) I Total Iron ™ el — . 0.7 Ref.SMEWW 23rd 3500-Fe.B
_ . " HDPP.05
i -N) 1 2 492 ).4 4
8 |Ham lugng Nitrat / (NO ;™ -N) mg/ 0.49 0.439 0.456 Ref. TCVN 6180:1996
9 |Ham lugng Nitric / (NO,"-N) mg/l 0.05 <0.003 ek <0.003 HDPP.06
am lugng Nittie /(NG o -H) ' : (LOD = 0.001) ' Ref.SMEWW 23rd 4500 NO, B
10 |Ham1 Sulfat/ (S0 ,%) @ mg/| 250 8.47 9.16 7.00 HDPP.07
Am leong SUltaL (50, ™) ' : ' Ref. SMEWW 23rd 4500 SO,>.E
Chi s6 Pecmanganat / HDPP.08
. 1 2 <(0.12 0.17 0.20
1 Pecmangana[ ) mgj Ref. TCVN 6186:1996
12 |Clo du / Residual Clorine mg/l 0.2-1.0 0.50 0.40 0.25 Hach 8021
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CONG TY CO PHAN CAP THOAT NUGC LAM DONG SN~/ 7,
é LAM DONG WATER SUPPLY & SEWERAGE JSC et W
& PHONG LAB HOA LY VA SINH HQC - PHONG KY TM
LABORATORY OF PHYSICAL CHEMISTRY & BIOLOGICAL—~ 5 3
= TECHNICAL DEPARTMENT 2 Aty VLAT 1.0450
Pia chi: 50 Hing Vuong - Phuémng 9 - Da Lat - Ldm Déng ol ISONEC 17025:2017
G101 . .
pox vy |HANTO! R
STT TEN CHI TIEU Ting | PA CHO PHUONG PHAP
No Items Unit PHEP Method
Maxi 2 < "
AVMAM | MAu 1 Miu 2 Miu 3
limit
Coliform tong s6 /
13 CFU/100ml[ <3 <l <l <l TCVN 6187-1:
Total Coliform = SlaPladly
s (%)
jig EacBl CFU/100mI[ <1 <1 <1 <1 TCVN 6187-1:2019

Gh:"clni: - KPH: Khéong phét hién ) ) .

- Két qua phan tich chi c6 gia tri tai thoi diém kiém nghiém.

- Chit lugng nuéc dugc danh gid theo QCVN 01: 2018/BYT - Quy chudn k¥ thuat qudc gia vé chat lrong nude an udng, theo thong tu sé 41/2018/TT-BYT
ngdy 14/12/2018 ciia B truéng B Y Té.

- Chi tiéu dugc chiing nhin VLAT

Nhén xét

- Mu 1: ¢6 céc chi tidu dat tidu chudn tai thoi diém kiém nghiém.

- MAu 2: ¢6 céc chi tidu dat tidu chuén tai thoi diém kiém nghiém.

- MAu 3: c6 cac chi tidu dat tiéu chuén tai thoi diém kidm nghiém.

TRUONG LAB PHONG KY THUAT : e

= 110

L& Thi T6 Loan Ha Ngoc Qué



CONG TY CO PHAN CAP THOAT NUGC LAM PONG
LAM DONG WATER SUPPLY & SEWERAGE JSC
PHONG LAB HOA LY VA SINH HQC - PHONG KY TH
LABORATORY OF PHYSICAL CHEMISTRY & BIOLOG
TECHNICAL DEPARTMENT &5

Dia chi: 50 Hing Vuong - Phudng 9 - Da Lat - Lam Déng “hit NN

VLAT 1.0450
ISO/IEC 17025:2017

PHIEU KET QUA THU NGHIEM

ANALYSIS REPORT
. Sb /No: 22N051
Nha miy nuwée Da Lat
Pudng Anlforct - Huyén Lac Duong i
Nuéc in udng ) 4. S6 miu: 03
M@u ) Mﬁ_u nudce bé Rexime
Mau 2: Mau nude gitra tuyén bé Rexime
Tén ho: Tr}rﬁmg tiéu hoc Doan Thj Diém
Dia chi: S6 02 Nam Ky Khoi Nghia -P1 -Da Lat
Mau 3: Mau nude cudi tuyén bé Rexime
Tén ho: Nguyén Luyén (SDT: 0706176346)
Piachi: 41 Co6 Loa
6. Ngay nhin miu / Sample received date: 15/11/2022
7. Ngay tl_"ﬁ két qua / Result issued date: 22/11/2022
8. Luu mau / Storage 0 C6/ Yes Khong / No
9. Két qua / Results :
GIOI ]
PON V] HAN TOI KET QUA
STT TEN CHI TIEU Ting | PA CHO Results PHUONG PHAP
No Items it PHEP Method
" IMaximum|  Miu1 Miu 2 Miu 3
limit
1 |Mau sfc/ Color (TCU) 15 3 0 0 Ref. SMEWW 23rd 2120C
3 | Wil vi 7 Odow and taste i Khéng Khong.co mui, Khong' ¢d mui, Khong. c6 mui, i i
vila vi la vila
3 |Po duc/ Turbidity ™ NTU 2 0.15 0.13 0.15 HDPP.09
4 |pH® ' = 6.0-8.5 6.37 6.61 6.98 HDPP.01
Dj cimg ( tinh theo CaCO;) / HDPP.02
| 15. 40 12. )
’ Hardness g 4 2k 1 oy Ref. SMEWW 23rd 2340C
HDPP.03
6 [Ha -y | 250 5.90 5.92 5.76
Ham Iugng Clonaad (CF) g Ref. SMEWW 23rd 4500 CI" .B
Ham luong st tong so ] KPH HDPP.04
4 . | 0.3 0.062 <0.0 3
i’ (Fe** + Fe™) / Total Iron ™ T 5 - (LOD=0.015) | Ref.SMEWW 23rd 3500-Fe.B
. HDPP.05
5 . - o) . 9 -
8 |Ham lugng Nitrat / (NO ;™ -N) mg/l 2 0.533 0.349 0.189 R TN TR0
KPH KPH HDPP.06
; o - () s 2
9 |Ham lugng Nitric/ (NO,™-N) g/l 02 0003 | LoD =0.001) | (LOD =0.001) | RefSMEWW 23rd 4500 NO,-B
10 |Ham1 Sulfat/ (S0 ,*) @ 2/l 250 8.12 8.06 9.93 HDEER.O7
alugug Seliuts (5™ Ref. SMEWW 23rd 4500 SO,>.E
Chi s6 Pecmanganat / HDPP.08
' <0.12 [
1 Pecmanganat (&) mg/l 2 0.16 0l <412 Ref. TCVN 6186:1996
12 [Clo du / Residual Clorine mg/I 02-1.0 0.40 0.35 0.30 Hach 8021




- T T Y T
CONG TY CO PHAN CAP THOAT NUGC LAM PONG Eeing

~

LAM DONG WATER SUPPLY & SEWERAGE JSC == ,2,
PHONG LAB HOA LY VA SINH HQC - PHONG KY3L =

) gi(

LABORATORY OF PHYSICAL CHEMISTRY & BIOL:Q%\“:
TECHNICAL DEPARTMENT I e VLAT 1.0450
Dia chi: 50 Hing Vuong - Phudng 9 - DaLat - Lam Dong /bl ISO/IEC 17025:2017
GIOI
i o — TOI KET QUA . )
STT TEN CHI TIEU Ting | PACHO Results PHUONG PHAP
No Items Unit PHEP . ) ) Method
Maximum Mau 1 Maiu 2 Miu 3
limit
i ?*2:;02:1:;35?”’/ CFU/M00ml| <3 <l <l <1 TCVN 6187-1:2019
E.coli ™
14 CFU/100ml <l <l <] <] TCVN 6187-1:2019

Ghi chii: - KPH: Khong phat hign

- Két qua phén tich chi c6 gid tri tai thai diém kiém nghigm.

- Chét lwgng nudc duge danh gia theo QCVN 01: 2018/BYT - Quy chudn ky thudt qudc gia vé chét luong nude an ubng, theo théng tw sb 41/2018/TT-
BYT ngay 14/12/2018 ctia Bo truomg B Y Té.

-™ Chi tidu duge chimg nhan VLAT

Nhdn xét

- MAu 1: ¢6 céc chi tiéu dat tidu chudn tai thoi diém kim nghigm.

- Méu 2: ¢6 céc chi tiéu dat tidu chudn tai thdi diém kiém nghigm.

- MAu 3: ¢6 céc chi tiéu dat tiéu chudn tai thi diém kiém nghiém.

TRUONG LAB PHONG KY THUW

= "%

Lé Thi Té Loan Ha Ngoe Qué



CONG TY CO PHAN CAP THOAT NUGC LAM BONG

\‘\“lu.l"r/,

SN,
LAM DONG WATER SUPPLY & SEWERAGE JSC ‘:1 =
PHONG LAB HOA LY VA SINH HQC - PHONG KY THUA’ A
LABORATORY OF PHYSICAL CHEMISTRY & BIOLOG s
TECHNICAL DEPARTMENT ‘ ",,://,Q\ & VLAT 1.0450
Dia chi: 50 Hing Vuong - Phuong 9 - Ba Lat - Lam Déng /1,00 ISO/EC 17025:2017
= CO PHAN PHIEU KET QUA THU NGHIEM
o . - L]V
\ * \CAP THOAT NUaC ANALYSIS REPORT
LAM BONG / Sé /No: 22N051
1. Kha Nhi miy nuée Da Lat
2. Dia chN Puong A.n}'(orel - Huyén Lac Duong )
3. Loai miu Nugc dn uong ‘ . 4. S6 miu: 03
5. Tén miu / Sample name: M@u 1: Mé_u nudc bé Cao Tpﬁng )
Mau 2: Mau nudc gitra tuyen bé Cao Thang
Tén ho: Tram E}Um XLNT -Bénh vién Ba Khoa
Di_g chi: N]lﬁ s0 17 Bénh vi@n baKhoa
Méu 3: Mau nudc cudi tuyén bé Cao Thing
Tén h§: Co sd luu tria du lich Vuong Bao Long
Pia chi: 50 - 54 Lé Lai
6. Neay nhin miu / Sample received date: 15/11/2022
7. Ngay tra két qua / Result issued date: 22/11/2022
8. Luu miu / Storage ] C6/ Yes X Khdong/No
9. Két qua / Results :
GIO1 KET QUA
. poN v |HANTOI Results ,
STT TEN CHI TIEU Ting | PA CHO PHUONG PHAP
No Items Unit PHEP Method
Maxlmom| g Miu 2 Miu 3
limit
1 |Mau siic/ Color (TCU) 15 0 3 0 Rel.SMEWW 23rd 2120C
2 |Mui vi / Odor and taste ; Khong | KNOng 6 mui, | Khong c6 mui, | Khong €6 mdi, Céam quan
vila vila vila
3 |Pé duc/ Turbidity ™ NTU 2 0.10 0.23 0.12 HDPP.09
4 |pH® - 6.0-8.5 7.39 7.62 7.46 HDPP.01
DP§ cimg ( tinh theo CaCO;) / HDPP.02
1 : X )
) Hardness s mg/ £l 14 1300 1500 Ref. SMEWW 23rd 2340C
HDPP.03
6 |Ha =y (9 1 250 6.12 5.47 5.61
Fifiny e Clorus (1€ mg/ Ref: SMEWW 23rd 4500 CI' B
Ham lugng sét tng sb 3 ) HDPP.04
: 1 0. . <0. . .
7 |(ge* + Fe™) ! Total tron me/ : =003 — sk Ref. SMEWW 23rd 3500-Fe.B
. . HDPP.05
i N 1 2 0.32 : :
8 [Ham lugng Nitrat / (NO ;" -N) mg/ 6 0.134 0.358 Ref. TCVN 6180:1996
. ' KPH KPH HDPP.06
) = f) _ S < i
% {HamilugrgNite? (el i) mgl 0.08 0003 1 LoD =0.001) | (LOD = 0.001) | RefSMEWW 23rd 4500 NO,~.B
10 |Ham lugng Sulfat/ (S0 ,*) @ mg/l 250 6.40 8.72 .12 HDPP.07
mlugng Sl s ¢20.:7) < : s = Ref. SMEWW 23rd 4500 SO,>.E
Chi sb Pecmanganat / HDPP.08
< < <
I Pecmanganat gk 2 0-12 0.12 Q2 Ref. TCVN 6186:1996
12 |Clo du / Residual Clorine mg/| 02-1.0 0.30 0.30 0.20 Hach 8021
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CONG TY CO PHAN CAP THOAT NUOC LAM BPONG AENCK Ly

LAM DONG WATER SUPPLY & SEWERAGE JSC >

PHONG LAB HOA LY VA SINH HQC - PHONG K¥-
LABORATORY OF PHYSICAL CHEMISTRY & BIOL%

TECHNICAL DEPARTMENT "/’ 7 ~~ 8 = VLAT 1.0450

\\\‘\\\

)

Dia chi: 50 Hiing Vuong - Phuong 9 - Pa Lat - Lam Ddng  7+/if0\n ISO/IEC 17025:2017
GIOI KET QUA
PON VI HAN TO!1 Results
STT TEN CHI TIEU Ting | PA CHO PHUONG PHAP
No Items Ut PHEP Method
Maximieg) i Miu 2 Miu 3
limit
Coliform tdng s6 /

13 CFU/100ml <3 <1 <1 <l TCV -1
Total Coliform CVN 6187-1:2019
E.coli

14 CFU/100ml <1 <1 <1 <1 TCVN 6187-1:2019

Ghi chii: - KPH: Khong phat hi¢n ) )

- Két qua phan tich chi c6 gia trj tai thoi diém kiém nghiém.

- Chét lugng nude duge danh gia theo QCVN 01: 2018/BYT - Quy chuan ky thuat quéc gia vé chit lugng nurde an udng, theo thong tir sb 41/2018/TT-
BYT ngay 14/12/2018 ciia B truong Bo Y Té.

- Chi tiéu dugc chimg nhan VLAT

Nhén xét

- MAu 1: ¢6 cic chi tiéu dat tiéu chudn tai thoi didém kiém nghiém.

- Miu 2: ¢6 céc chi tiéu dat tiéu chudn tai thoi diém kiém nghié¢m.

- Miu 3: ¢6 céc chi tiéu dat tiéu chudn tai thoi diém kiém nghiém.

TRUONG LAB PHONG KY THUAW

g e e

Lé Thi Té Loan Ha Ngoc Qué
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CONG TY CO PHAN CAP THOAT NUGC LAM BONG Facwy
-

LAM DONG WATER SUPPLY & SEWERAGE JSC iy e
PHONG LAB HOA LY VA SINH HQC - PHONG KY

s

§ i

AOSC ¥

LABORATORY OF PHYSICAL CHEMISTRY & BlOLG’Ql;R ; bdy
TECHNICAL DEPARTMENT ol r\ A VLAT 1.0450
Pia chi: 50 Hung Vuong - Phuong 9 - Da Lat - Lam Déng i ISO/IEC 17025:2017
PHIEU KET QUA THU NGHIEM
J ANALYSIS REPORT
S6 /No: 22N051

Nha may nude Pa Lat

Pudng Ankoret - Huyén Lac Duong

Nurée dn udng 4. S6 miu: 03
Miu 1: Miu nude bé Van Thanh

Maiu 2: Miu nude giira tuyén bé Van Thanh

Tén ho: Vo Pinh Trai

bja chi: 20C Van Thanh - 1

Mau 3: Miu nude cudi tuyén bé Van Thinh

Tén hd: Tran Thi Lan ( MKH: 173078)

Dja chi: 10 Huyén Tran Cong Chua

Tén miu / Sample name:

6. Ngay nhidn miu / Sample received date: 15/11/2022
7. Ngay tri két quéi / Result issued date: 22/11/2022
8. Luu miu / Storage 0 C6/Yes X Khong/No
9. Két qua / Results :
GIO1 ; "
K A
e poNv |HANTOI E:sg:i
STT TEN CHI TIEU Ting | PA CHO PHUONG PHAP
No Items it PHEP Method
Maximum| oz Miu 2 Miu 3
limit
1 |Mau sic / Color (TCU) 15 0 3 0 Ref. SMEWW 23rd 2120C
2 |Mui vi/ Odor and taste ) Khong Khong. cd mut, Khong €O muli, I\hong‘ ¢6 mui, Cam quan
vila vi la vila
3 |Po duc/ Turbidity ™ NTU 2 0.14 0.17 0.43 HDPP.09
4 [pH® - 6.0-8.5 6.27 6.71 6.73 HDPP.01
Do cimg ( tinh theo CaCO;) / HDPP.02
5 | Hardness @ mg/l 300 10.20 9.7 9.30 Ref. SMEWW 23rd 2340C
HDPP.03
<) & | 250 5.66 5.1 5.47
6 [Ham lugng Clorua/ (CI") mg/ Ref.SMEWW 23rd 4500 CI'.B
Ham lugng sit tong sb HDPP.04
7 \(Fe* + Fe*)/ Total Iron © gl i - 0.0% =00 Ref SMEWW 23rd 3500-Fe.B
. i . HDPP.05
7 -y (Y 4
8 |Ham lugng Nitrat/ (NO ;™-N) mg/l 2 0.365 0.425 0.376 P T, £ i
9 itric / (NO,"-N) ™ I 0.05 <0.003 e <0.003 HDPP.06
e e g e ; (LOD = 0.001) : Ref.SMEWW 23rd 4500 NO,.B
10 |Ham | Sulfat/ (50 ,%*) ™ mg/l . 250 10.22 10.62 8.64 HOPER07
am lugng Sulfat / (SO %) 22 : ' Ref. SMEWW 23rd 4500 SO,>.E
Chi s6 Pecmanganat / HDPP.08
<
1 Pecmanganat mg/l 2 <012 SR 0.12 Ref. TCVN 6186:1996
12 |Clo du / Residual Clorine mg/l 02-1.0 0.40 0.30 0.35 Hach 8021




= e “ # R i VYT
CONG TY CO PHAN CAP THOATNUGC LAM DONG o\ \\_i/’ i
" LAM DONG WATER SUPPLY & SEWERAGE JSC &

PHONG LAB HOA LY VA SINH HQC - PHONG K?

\\“\\\

AOSC

LABORATORY OF PHYSICAL CHEMISTRY & BIOL -
\ s o
. ) TECHNICAL DEPARTMENT ‘ ,41//,’:_\\\\\\\ VLAT 1.0450
Dia chi: 50 Hung Vuong - Phuong 9 - Pa Lat - Lam Bong 7/, 1,0\ ISONEC 17025:2017
GIOK KET QUA
DPON VI HANTOI Results
STT TEN CHi TIEU . % | DA CHO PHUONG PHAP
TINH :
No Items < PHEP Method
Unit .
Maximum : " "
- Miu 1 Miu 2 Miu 3
limit
Coliform téng s6 /

13 CFU/100ml <3 <1 <1 < e
Total Coliform ™ m 1 TCVN 6187-1:2019
E.coli

14 CFU/100ml <] <1 <] <] TCVN 6187-1:2019

Ghi’chzi: - KPH: Khong phét hién ) o

- Két qua phan tich chi co6 gia tri tai thoi diém kiém nghigm.

- Chit lrgng nude dugc dénh gia theo QCVN'OI :2018/BYT - Quy chuén k¥ thudt qudc gia vé chit lugng nude an uéng, theo thong tur sé 41/2018/TT-
BYT ngay 14/12/2018 cia B truong B Y T€.

- Chi tiéu duoc ching nhan VLAT

Nhdn xét

- Miu 1: ¢6 céc chi tiéu dat tiéu chudn tai thoi diém kiém nghiém.

- MAu 2: ¢6 céc chi tiéu dat tiéu chudn tai thdi diém kiém nghiém,

- MAu 3: ¢6 céc chi tiéu dat tiéu chudn tai thi diém kiém nghiém.

TRUONG LAB PHONG KY THUW
g e
iR 9

P 4

Lé Thi Té Loan Ha Ngoc Qué



CONG TY CO PHAN CAP THOAT NUGC LAM DONG

T

LAM DONG WATER SUPPLY & SEWERAGE JSC & \\*\_/___//33
PHONG LAB HOA LY VA SINH HQC - PHONG KY THIjA =
LABORATORY OF PHYSICAL CHEMISTRY & BIOLOG"’Z g T 0T
TECHNICAL DEPARTMENT W VLAT 1.0450
Pia chi: 50 Hing Vuong - Phudmg 9 - Da Lat - Lam Dong lfal ISOMEC 17025:2017
PHIEU KET QUA THU NGHIEM
ANALYSIS REPORT
S6 /No: 22N051
1. Nha may nude Da Lat
2. Pudng Ankoret - Huyén Lac Duong .
3. Logi miu Nude an ubng ‘ 4. 86 miu: 03
5. Tén méiu / Sample name: Mi:iu I Mz"i_u‘nuéc bé Cnlips_o )
Mau 2: Mau nutc gilra tuyen bé Calipso
Tén ho: Nha nghi ST Bong Tam
Dia chi: 12A Pong Tam
Mau 3: Mau nude cudi tuyen bé Calipso
Tén hd: Nguyén Thi Thu Nguyét (MKH: 156225)
Pia chi: 25 Tran Phua
6. Ngay nhdn miiu / Sample received date: 15/11/2022
7. Ngay tri két qui / Result issued date: 22/11/2022
8. Luu miu / Storage 0 Cb/ Yes Khong / No
9. Két qué / Results :
GIOI KET QUA
s poNvi |HANTOI Results ]
STT TEN CHI TIEU Ting_ | PA CHO PHUONG PHAP
No Items Unit PHEP Method
Mazimom| gy Miu 2 Miu 3
limit
1 |Mau sfic / Color (TCU) 15 0 7 3 Ref. SMEWW 23rd 2120C
2 |Mui vi/ Odor and taste - Khéng Khong e Khong. e Khong. e Cam quan
vi la vi la vila
3 |Pg duc/ Turbidity NTU 2 0.20 0.16 0.32 HDPP.09
4 |pH® - 6.0-8.5 6.88 6.81 7.13 HDPP.01
DPé cimg ( tinh theo CaCO5) / ) HDPP.02
. 1 300 10.90 10.50 35.90
> | Hardness e ¢ Ref, SMEWW 23rd 2340C
HDPP.03
6 |Ha =)y 1 250 5.68 5.83 15.64
S I Clov 68 mg/ Ref.SMEWW 23rd 4500 CI'.B
Ham lugng sit tong sb . KPH HDPP.04
. | ! <, ) 0.098 3
7 |8 + Fey 1 Totat ron me/ ha 005 1 (Lob=0.015) Ref.SMEWW 23rd 3500-Fe.B
. y HDPP.05
i 0, -N) 2 :
8 |Ham lugng Nitrat/ (NO ;" -N) mg/| 2 0.289 0.423 0.258 Ref TCVN 6180:1996
9 |Ham lugng Nitrit/ (NO,™-N) 1 0.05 <0.003 NEH <0.003 HOPEGS
m luong Nitrit / (NO,"-N) mg/ - : (LOD =0.001) : Ref. SMEWW 23rd 4500 NO,".B
10 [Ham Sulfat/ (50 ,%) ™ 1 250 9.67 8.03 9.87 kg
ctupng st/ {40y S i ' ‘ ' Ref, SMEWW 23rd 4500 SO,*.E
Chi s6 Pecmanganat / HDPP.08
2
i Pecmanganat "’ me/l 2 e <012 0-23 Ref. TCVN 6186:1996
12 |Clo du / Residual Clorine mg/l 02-1.0 0.35 0.30 0.20 Hach 8021




CONG TY CO PHAN CAP THOAT NUGC LAMBONG N\ /%,
LAM DONG WATER SUPPLY & SEWERAGE JSC = -
PHONG LAB HOA LY VA SINH HQC - PHONG KY: A A

AOSC

)

LABORATORY OF PHYSICAL CHEMISTRY & BIOLE
TECHNICAL DEPARTMENT % X VLAT1:0450
Dia chi: 50 Hing Vuong - Phuong 9 - Da Lat - Lam Déng b\ PO eyl b
GIOI i .
KET QUA
- s s PON VI HAN TOI RQSSIS . .
STT TEN CHI TIEU Ting | PA CHO PHUONG PHAP
No Items Unit PHEP Method
Maxi " . i
Taximum| s Miu 2 Miu 3
limit
Coliform téng s6 /
13 CFU/100m! <3 <1 <1 <] TCV -1:
Total Coliform ® ENarEr-Taele
s (%)
14 E.coli CFU/100ml <] <1 <] <1 TCVN 6187-1:2019

Ghi chii: - KPH: Khéong phat hién ) )

- K&t qua phin tich chi c6 gia tri tai thoi diém kiém nghi¢m.

- Chét lugng nude duge danh gid theo QCVN 01: 2018/BYT - Quy chuén ky thuat qudc gia vé chat luong nude dn uéng, theo thong tur s 41/2018/TT-
BYT ngay 14/12/2018 ciia B truéng Bd Y Té. :

- Chi tiéu dugc chimg nhan VLAT

Nhén xét

- Mdu 1: ¢6 céc chi tiéu dat tiéu chudn tai thoi diém kiém nghiém.

- Mdu 2: ¢6 céc chi tidu dat tiéu chuén tai thoi diém kiém nghiém.

- MAu 3: ¢6 cac chi tiéu dat tiéu chudn tai thai diém kiém nghigm,

TRUONG LAB PHONG KY THUAT -

= ey T4

L& Thi Té Loan Ha Ngoc Qué




CONG TY CO PHAN CAP THOAT NUGC LAM BONG
LAM DONG WATER SUPPLY & SEWERAGE JSC

TECHNICAL DEPARTMENT 25 AN VLAT 1,0450
bia chi: 50 Hing Vuong - Phuimg 9 - Ba Lat - Lam DPong o ISO/IEC 17025:2017

PHIEU KET QUA THU NGHIEM

ANALYSIS REPORT
Sb /No: 22N051
1. Nha miy nuée Da Lat
2. DPudng Ankoret - Huyén Lac Duong o
3. Log : Nudrc dn ubng _ 4. S0 mau: 03
5. Tén méu / Sample name: Mf_}u 1: Mﬁy nude bé Dinh I
Mau 2: Mau nudce gitra tuyén bé Dinh | .
Tén hd: Lién Doan Lao Pong tinh Lam Dong
Dig chi: 5? Quang Tr_ung - P9 - baLat
Mau 3: Miu nuée cuoi tuyén bé Dinh 1
Tén hd: Lé Tan Thanh Vi (MKH: 103358)
Dia chi: 9/1 Lir Gia
6. Ngay nhin miiu / Sample received date: 15/11/2022
7. Ngay tl:ﬁ két qua / Result issued date: 22/11/2022
8. Luu mau / Storage [0 C6/Yes X Khong/No
9. Két qui / Results :
GIOT KET QUA
i L pon vy |HANTOI Results )
STT TEN CHI TIEU TiNH * | DA CHO PHUONG PHAP
No Items Unit PHEP Method
Maximum| 2 g Miu 2 Miu 3
limit
1 [Mau sic / Color (TCU) * 15 3 0 0 Ref.SMEWW 23rd 2120C
2 |Mui vi/ Odor and taste - Khong Khong-co . Khong- - Khong_co h Cam quan
vila vi la vila
3 b duc/ Turbidfiy ) NTU 2 0.27 0.37 0.10 HDPP.09
4 |pH® - 6.0-85 7.43 7.54 7.35 HDPP.01
Do cimg ( tinh theo CaCO;) / = HDPP.02
| 00 16.10 15.20 14.00
) Hardness mg/ 3 > Ref. SMEWW 23rd 2340C
HDPP.03
6 =02 | 250 5.40 5.76 5.83
Hilin lbgng Elonia ) g > Ref.SMEWW 23rd 4500 CI" B
Ham lugng sét tong s6 i . HDPP.04
7 |(Fe? + Fe) / Total Iron gl 02 <R <003 <003 Ref.SMEWW 23rd 3500-Fe.B
HDPP.05
; -
8 |Ham lugng Nitrat / (NO ;™ -N) mg/l 2 0.331 0.331 0.217 Ref TCVN 6180:1996
9 |Haml Nitrit/ (NO ,"-N) mg/l “| 0.05 <0.003 <0.003 <0.003 m—
A lugng Nitrit / (NG, <l : : ' : Ref. SMEWW 23rd 4500 NO,".B
10 |Ham Sulfat/ (S0,%*) g/l 250 8.29 7.09 12.44 HDPP.07
OB SR 50, ) = ; ' = Ref.SMEWW 23rd 4500 SO,*.E
Chi sb Pecmanganat / _ _ HDPP.08
o Pecmanganat ™ mg/l 2 050 034 046 Ref. TCVN 6186:1996
12 |Clo du / Residual Clorine mg/l 0.2-1.0 0.40 0.30 0.30 Hach 8021




CONG TY CO PHAN CAP THOAT NUGC LAM DPONG
LAM DONG WATER SUPPLY & SEWERAGE JSC s
PHONG LAB HOA LY VA SINH HOC - PHONG KY THQ

TECHNICAL DEPARTMENT -,WC—\_\ VLAT 16480
Dja chi: 50 Hung Vuong - Phuong 9 - Da Lat - Lam Dong bl ISO/IEC 17025:2017
gl KET QUA
PON VI HANTO!I Results
STT TEN CHI TIEU Ting | PA CHO PHUONG PHAP
No Items Unit PHEP Method
Maximum| — \ e g Miu 2 Miu 3
limit
Coliform tdng s6 /
13 CFU/100ml <3 <1 <] <1 TCVN 6187-1:2019
Total Coliform ™
E.coli ™
14 CFU/100ml <] <1 <l <l TCVN 6187-1:2019

Ghi chii: - KPH: Khong phat hi¢n ) ]

- Két qua phan tich chi co6 gia tri tai thoi diém kiém nghiém.

- Chit lrgng nuée duge dinh gia theo QCVN 01: 2048/BYT - Quy chuin ky thudt quc gia vé chit lugng nurde in udng, theo thong tur s6 41/2018/TT-
BYT ngay 14/12/2018 cta B truong B Y Te.

- Chi tiéu duwgce chitng nhan VLAT

Nhén xét

- Miu 1: ¢6 cdc chi tidu dat tiéu chudn tai thoi diém kiém nghiém.

- Miu 2: ¢6 cac chi tiéu dat tiéu chudn tai thoi diém kiém nghiém.

- Miu 3: ¢6 céc chi tiéu dat tiéu chuén tai thoi diém kiém nghi¢m.

TRUONG LAB PHONG KY THUAT,

P ey 9 M/@W‘/

Lé Thi Té Loan Ha Ngge Qué



